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Pipeline and Hazardous Materials Safety Admin., DOT § 192.479 

§ 192.475 Internal corrosion control: 
General. 

(a) Corrosive gas may not be trans-
ported by pipeline, unless the corrosive 
effect of the gas on the pipeline has 
been investigated and steps have been 
taken to minimize internal corrosion. 

(b) Whenever any pipe is removed 
from a pipeline for any reason, the in-
ternal surface must be inspected for 
evidence of corrosion. If internal corro-
sion is found— 

(1) The adjacent pipe must be inves-
tigated to determine the extent of in-
ternal corrosion; 

(2) Replacement must be made to the 
extent required by the applicable para-
graphs of §§ 192.485, 192.487, or 192.489; 
and 

(3) Steps must be taken to minimize 
the internal corrosion. 

(c) Gas containing more than 0.25 
grain of hydrogen sulfide per 100 cubic 
feet (5.8 milligrams/m.3) at standard 
conditions (4 parts per million) may 
not be stored in pipe-type or bottle- 
type holders. 

[Amdt. 192–4, 36 FR 12302, June 30, 1971, as 
amended by Amdt. 192–33, 43 FR 39390, Sept. 
5, 1978; Amdt. 192–78, 61 FR 28785, June 6, 1996; 
Amdt. 192–85, 63 FR 37504, July 13, 1998] 

§ 192.476 Internal corrosion control: 
Design and construction of trans-
mission line. 

(a) Design and construction. Except as 
provided in paragraph (b) of this sec-
tion, each new transmission line and 
each replacement of line pipe, valve, 
fitting, or other line component in a 
transmission line must have features 
incorporated into its design and con-
struction to reduce the risk of internal 
corrosion. At a minimum, unless it is 
impracticable or unnecessary to do so, 
each new transmission line or replace-
ment of line pipe, valve, fitting, or 
other line component in a transmission 
line must: 

(1) Be configured to reduce the risk 
that liquids will collect in the line; 

(2) Have effective liquid removal fea-
tures whenever the configuration 
would allow liquids to collect; and 

(3) Allow use of devices for moni-
toring internal corrosion at locations 
with significant potential for internal 
corrosion. 

(b) Exceptions to applicability. The de-
sign and construction requirements of 
paragraph (a) of this section do not 
apply to the following: 

(1) Offshore pipeline; and 
(2) Pipeline installed or line pipe, 

valve, fitting or other line component 
replaced before May 23, 2007. 

(c) Change to existing transmission line. 
When an operator changes the configu-
ration of a transmission line, the oper-
ator must evaluate the impact of the 
change on internal corrosion risk to 
the downstream portion of an existing 
onshore transmission line and provide 
for removal of liquids and monitoring 
of internal corrosion as appropriate. 

(d) Records. An operator must main-
tain records demonstrating compliance 
with this section. Provided the records 
show why incorporating design fea-
tures addressing paragraph (a)(1), 
(a)(2), or (a)(3) of this section is im-
practicable or unnecessary, an operator 
may fulfill this requirement through 
written procedures supported by as- 
built drawings or other construction 
records. 

[72 FR 20059, Apr. 23, 2007] 

§ 192.477 Internal corrosion control: 
Monitoring. 

If corrosive gas is being transported, 
coupons or other suitable means must 
be used to determine the effectiveness 
of the steps taken to minimize internal 
corrosion. Each coupon or other means 
of monitoring internal corrosion must 
be checked two times each calendar 
year, but with intervals not exceeding 
71⁄2 months. 

[Amdt. 192–33, 43 FR 39390, Sept. 5, 1978] 

§ 192.479 Atmospheric corrosion con-
trol: General. 

(a) Each operator must clean and 
coat each pipeline or portion of pipe-
line that is exposed to the atmosphere, 
except pipelines under paragraph (c) of 
this section. 

(b) Coating material must be suitable 
for the prevention of atmospheric cor-
rosion. 

(c) Except portions of pipelines in off-
shore splash zones or soil-to-air inter-
faces, the operator need not protect 
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